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  1. ALL CONSTRUCTION WORK AND ITS FINISHED PRODUCT SHALL CONFORM TO
THE LATEST EDITION OF CODES ADOPTED BY LOCAL GOVERNING AGENCIES.
THESE SHALL INCLUDE (BUT NOT LIMITED TO) THE APPLICABLE CODES, LAWS,
AND REGULATIONS LISTED UNDER 'CODE INFORMATION' ON THIS SHEET, AS
WELL AS ALL HEALTH AND SAFETY CODES AND ORDINANCES ADOPTED BY THE
LOCAL GOVERNING AGENCIES.

  2. THE ISSUANCE OF A BUILDING PERMIT SHALL NOT NOT BE CONSTRUED AS A
GUARANTEE THAT ALL CODE REQUIREMENTS ARE REFLECTED IN THE
DOCUMENTS. NO GUARANTEE OF CONSTRUCTION QUALITY IS IMPLIED OR
INTENDED BY THIS ARCHITECTURAL DOCUMENTS. THE GENERAL CONTRACTOR
SHALL BE ULTIMATELY RESPONSIBLE FOR ALL CONSTRUCTION PROCESS.

  3. BUILDER SET DEFINITION: THESE PLANS ARE A "BUILDER SET",  IT CONTAINS
INFORMATION FOR BUILDING PERMIT AND GENERAL CONSTRUCTION PURPOSES
ONLY. THEY ARE NOT EXHAUSTIVELY DETAILED NOR ARE FULLY SPECIFIED. THIS
HAVE BEEN PRODUCED FOR THE USE OF A KNOWLEDGEABLE AND
EXPERIENCED CONTRACTOR, IT IS THE RESPONSIBILITY OF THE CONTRACTOR
TO VERIFY, SELECT, SOLVE, AND INSTALL ALL MATERIALS & EQUIPMENT
CORRECTLY.

  4. BY EXECUTING CONTRACTS, PRIOR TO COMMENCING ANY WORK OR ORDERING
ANY MATERIAL, CONTRACTOR REPRESENT THAT THEY HAVE :

4.1. VERIFIED EXISTING JOB SITE CONDITIONS AND SURROUNDINGS,
LOCATIONS OF ALL UTILITY LINES, CONDUITS, SURFACE OR SUBSURFACE
STRUCTURES, ETC. AND OF ANY NATURE THAT MAY BE AFFECTED BY THE
WORK AND MADE DUE ALLOWANCES FOR DIFFICULTIES.
4.2. CONTRACTOR TO VERIFY ALL MEASUREMENTS SHOWN ON THESE
DRAWINGS WHICH SUPERCEDES SCALE OF DRAWINGS.

   5. THE CONTRACTOR SHALL IMMEDIATELY NOTIFY THE ARCHITECT, ENGINEER OR
OWNER  OF ANY DISCREPANCIES THEY DISCOVER WITHIN THE DRAWINGS AND
EXISTING FIELD CONDITION PRIOR TO CONTINUE THE WORK. IF CONTRACTOR
CHOOSE TO CONTINUE WITHOUT ARCHITECT/ENGINEER CLARIFICATION/
INSTRUCTION, THE CONTRACTOR SHALL BE SOLELY RESPONSIBLE FOR THE
CHANGES.

   6. THE CONTRACTOR SHALL HOLD HARMLESS, INDEMNIFY AND DEFEND THE
ARCHITECT AND HIS/HER CONSULTANTS FROM ANY ACTION INITIATED BY THE
OWNER OR ANY SUBSEQUENT OWNERS FOR CONSTRUCTION DEFICIENCIES,
MODIFICATIONS OR SUCH CONDITIONS WHICH MAY BE BEYOND THE CONTROL
OF THE ARCHITECT AND ITS ASSOCIATES CONSULTANT.

   7. CONTRACTOR SHALL ACCEPT AND MAINTAIN THE EXISTING SITE,
SURROUNDING,CONDITION. AND PROTECT NEW AND EXISTING WORK,
EQUIPMENT, MATERIALS. DAMAGES CAUSED BY CONTRACTOR NEGLECTNESS,
SHALL BE REPAIRED, REPLACE AS GOOD CONDITON AS BEFORE,  AT THE
EXPENSE OF THE CONTRACTOR.

   8. THE ARCHITECT SHALL NOT BE OBSERVING THE CONSTRUCTION OF THIS
PROJECT. THE CONTRACTOR IS RESPONSIBLE FOR SAFETY, SECURITY, QIALITY
CONTROL AND CONSTRUCTION STANDARDS FOR THIS PROJECT.

   9. DEMOLITION SHALL BE DONE IN A SAFE, ORDERLY MANNER WITHOUT
DAMAGING TO OTHER PARTS OF THE PREMISES OR ADJACENT PROPERTIES.
ALL DEMOLISHED/REMOVED ITEMS SHALL BE DISPOSED OFF BY THE
CONTRACTOR PER CITY/ COUNTY CONSTRUCTION & DEMOLITION WASTE
MANAGEMENT  ORDINANCE, AND VERIFY WITH THE OWNER ON ITEMS TO BE
SAVED AND STORED. ALL REMOVED ITEMS TO BE SAVED FOR REUSE SHALL BE
HANDLED WITH CARE.
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TOWN OF LOS GATOS MUNICIPAL CODE

DESIGNER:
ALEXANDER ANGKAWIJAYA
408-431-2952
AA.HOMEDESIGNBUILD@GMAIL.COM

STRUCTURE ENGINEER:
DAN L. CHEN S.E.
47849 MASTERS CT, FREMONT CA 94539
510-579-8230

TITLE 24/ MECHANICAL DESIGN:
CARSTAIRS ENERGY
P.O. BOX 4736
SAN LUIS OBISPO, CA 93403
805-904-9048
TITLE24@YAHOO.COM

ALL CONTRACTORS, SUBCONTRACTORS, AND
VENDORS SHALL BE LICENSED TO DO BUSINESS IN

THE TOWN OF LOS GATOS

ALL CONSTRUCTION ACTIVITIES SHALL BE LIMITED TO THE
FOLLOWING HOURS :
MON - FRI :   7.00 AM - 5.30 PM
SAT :   9.00 AM - 3.00 PM
SUNDAYS & HOLIDAYS :   NO CONSTRUCTION ACTIVITIES ALLOWED

A.P.N. NO                                    :   407-23-014
ZONING                                        :   PD
OCCUPANCY GROUP                    :   R3-U
TYPE OF CONSTRUCTION         :   V-B
LOT AREA  : 1,969 S.F.

A. HABITABLE AREA:
(E) 1st FLOOR AREA  : 1,177 S.F.
(E) 2nd FLOOR AREA  :    931 S.F.
(N) 2nd FLOOR ADDITION  :    417 S.F.
TOTAL AREA  : 2,525 S.F.

B. NON HABITABLE AREA:
(E) GARAGE  :    452 S.F.
(N) BALCONY  :    114 S.F.
TOTAL AREA  :    566 S.F.

FIRE SPRINKLER  :   NOT INSTALLED

SCOPE OF WORK:

x NEW ADDITION OF 417 S.F. TO THE EXISTING 2 STORY TOWN HOUSE. ADD
NEW BEDROOM. TOTAL WILL BE 3 BEDROOMS AFTER THE ADDITION.

x RECONFIGURE & REMODEL M. BATHROOM & WIC AREA.
x LIKE FOR LIKE BATHROOMS REMODEL.

ANY ALTERATIONS, ADDITIONS OR IMPROVEMENT SHALL REQUIRE ALL
NON-COMPLIANT PLUMBING FIXTURES TO BE REPLACED WITH

WATER-CONSERVING PLUMBING FIXTURES. NON-COMPLIANT FIXTURES SHALL BE
REPLACED PRIOR TO FINAL PERMIT APPROVAL OR ISSUANCE OF CERTIFICATE OF

OCCUPANCY BY THE CITY (SB 407)

GINSBURG RESIDENCE
202 ALTURA VISTA,

LOS GATOS, CA 95032

AutoCAD SHX Text
10

AutoCAD SHX Text
NEW ADDITION (2ND FLR.)

AutoCAD SHX Text
EXISTING STRUCTURE

AutoCAD SHX Text
LEGEND

AutoCAD SHX Text
ELECTRICAL METER GAS METER TELEPHONE

AutoCAD SHX Text
EXISTING FINISH GROUND SURFACES AND LOT GRADING TO REMAIN AS IS

AutoCAD SHX Text
CALGREEN 2019 MEASURES CG.4.106.2  CONTRACTOR TO IMPLEMENT STORMWATER DRAINAGE DURING CONSTRUCTION CG 4.106.3 FINISH GRADE TO SLOPE 5%   WITHIN 10' AWAY FROM FOUNDATION   

AutoCAD SHX Text
0

AutoCAD SHX Text
20

AutoCAD SHX Text
5

AutoCAD SHX Text
%%USITE PLAN

AutoCAD SHX Text
SCALE  1/8"=1'-0"

AutoCAD SHX Text
10

AutoCAD SHX Text
P.L.	27.42'27.42'

AutoCAD SHX Text
P.L.	73.52'73.52'

AutoCAD SHX Text
EXISTING 1 STORY  SINGLE FAMILY RESIDENCE (200 ALTURA VISTA)

AutoCAD SHX Text
(N) BALCONY 

AutoCAD SHX Text
EXISTING 2 STORY  SINGLE FAMILY RESIDENCE (204 ALTURA VISTA)

AutoCAD SHX Text
EXISTING 2 STORY  SINGLE FAMILY RESIDENCE

AutoCAD SHX Text
(E) BALCONY 

AutoCAD SHX Text
ALTURA VISTA

AutoCAD SHX Text
T1 - ± 20"  SAPIUM SEBIFERUM (CHINESE TALLOW)

AutoCAD SHX Text
T2 - ± 14"  SAPIUM SEBIFERUM (CHINESE TALLOW)

AutoCAD SHX Text
(E) W.L.   

AutoCAD SHX Text
S

AutoCAD SHX Text
W

AutoCAD SHX Text
E

AutoCAD SHX Text
N



A-1-1

BEST
MANAGEMENT

PRACTICES

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com



A-1-2

2019
CALGREEN
CHECKLIST

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com



WH FU
R

N
AC

E

A-2

EXISTING 1st
FLOOR PLAN

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com

AutoCAD SHX Text
210410 (E)

AutoCAD SHX Text
310410 (E)

AutoCAD SHX Text
51058 (E)

AutoCAD SHX Text
DINING

AutoCAD SHX Text
LIVING

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
BATH 1

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
GARAGE

AutoCAD SHX Text
EXISTING 1st FLOOR PLAN (NO CHANGE)              SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
A

AutoCAD SHX Text
A5

AutoCAD SHX Text
A

AutoCAD SHX Text
A5



*

*

x

x

x

A-3

EXISTING +
PROPOSED 2nd
FLOOR PLANS

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com

AutoCAD SHX Text
510310 (E)

AutoCAD SHX Text
BEDROOM 1

AutoCAD SHX Text
BATH 2

AutoCAD SHX Text
HIGH CEILING AREA

AutoCAD SHX Text
M. BATH

AutoCAD SHX Text
M. BEDROOM

AutoCAD SHX Text
HIGH CEILING AREA

AutoCAD SHX Text
BALCONY

AutoCAD SHX Text
EXISTING 2nd FLOOR PLAN              SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
(R) BEDROOM 1

AutoCAD SHX Text
(R) BATH 2

AutoCAD SHX Text
HIGH CEILING AREA

AutoCAD SHX Text
(N) WIC

AutoCAD SHX Text
(E) M. BEDROOM

AutoCAD SHX Text
HIGH CEILING AREA

AutoCAD SHX Text
BALCONY

AutoCAD SHX Text
PROPOSED 2nd FLOOR PLAN              SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
B

AutoCAD SHX Text
6040

AutoCAD SHX Text
EGRESS

AutoCAD SHX Text
C

AutoCAD SHX Text
2630

AutoCAD SHX Text
TEMP.

AutoCAD SHX Text
E

AutoCAD SHX Text
5016

AutoCAD SHX Text
E

AutoCAD SHX Text
5016

AutoCAD SHX Text
(N) BEDROOM 2

AutoCAD SHX Text
1

AutoCAD SHX Text
5068

AutoCAD SHX Text
(N) BALCONY

AutoCAD SHX Text
(N) WIC

AutoCAD SHX Text
(R) M. BATH

AutoCAD SHX Text
linen closet / cabinets

AutoCAD SHX Text
D

AutoCAD SHX Text
2630

AutoCAD SHX Text
A

AutoCAD SHX Text
3662

AutoCAD SHX Text
A

AutoCAD SHX Text
A5

AutoCAD SHX Text
A

AutoCAD SHX Text
A5

AutoCAD SHX Text
310310 (E)

AutoCAD SHX Text
CAL GREEN 2019 MANDATORY MEASURES : 4.303.1  INDOOR WATER USE SHALL BE REDUCED BY AT LEAST 20 PERCENT USING WATER SAVING FIXTURES OR FLOW INDOOR WATER USE SHALL BE REDUCED BY AT LEAST 20 PERCENT USING WATER SAVING FIXTURES OR FLOW RESTRICTORS. 4.303.2 WHEN USING CALCULATION METHOD SPECIFIED IN SECTION 4.303.1, MULTIPLE SHOWER HEADS SHALL COMPLY WITH WHEN USING CALCULATION METHOD SPECIFIED IN SECTION 4.303.1, MULTIPLE SHOWER HEADS SHALL COMPLY WITH SPECIFIED PERFORMANCE REQUIREMENT 4.303.3 PLUMBING FIXTURES (WATER CLOSETS AND URINALS) AND FITTINGS (FAUCETS AND SHOWERHEADS) SHALL COMPLY WITH PLUMBING FIXTURES (WATER CLOSETS AND URINALS) AND FITTINGS (FAUCETS AND SHOWERHEADS) SHALL COMPLY WITH SPECIFIED PERFORMANCE REQUIREMENTS.  4.505.3 MOISTURE CONTENT OF BUILDING MATERIALS USED IN WALL AND FLOOR FRAMING IS CHECKED BEFORE ENCLOSURE. CITY MOISTURE CONTENT OF BUILDING MATERIALS USED IN WALL AND FLOOR FRAMING IS CHECKED BEFORE ENCLOSURE. CITY WILL VERIFY MOISTURE CONTENT, MAX 19%. 4.406.1 JOINTS AND OPENINGS. ANNULAR SPACES AROUND PIPES, ELECTRIC, CABLES, CONDUITS OR OTHER OPENINGS IN PLATES JOINTS AND OPENINGS. ANNULAR SPACES AROUND PIPES, ELECTRIC, CABLES, CONDUITS OR OTHER OPENINGS IN PLATES AT EXTERIOR WALLS  SHALL BE PROTECTED AGAINST THE PASSAGE OF RODENTS BY CLOSING SUCH OPENINGS WITH CEMENT MORTAR, CONCRETE MASONRY OR SIMILAR METHOD ACCEPTABLE TO THE ENFORCING AGENCY 

AutoCAD SHX Text
PLAN NOTES 1.  ALL BEDROOM WINDOWS SHALL HAVE A MAXIMUM SILL HEIGHT OF 44" ABOVE FINISH FLOOR ALL BEDROOM WINDOWS SHALL HAVE A MAXIMUM SILL HEIGHT OF 44" ABOVE FINISH FLOOR 2. ALL  WINDOWS AND DOORS GLASS SHALL BE DOUBLE GLAZED ALL  WINDOWS AND DOORS GLASS SHALL BE DOUBLE GLAZED 3. 1 HOUR FIRE RATED ASSEMBLY SHALL BE PROVIDED ALONG WALL/CEILING BETWEEN GARAGE AND HABITABLE 1 HOUR FIRE RATED ASSEMBLY SHALL BE PROVIDED ALONG WALL/CEILING BETWEEN GARAGE AND HABITABLE AREA. 4. SHOWER & SHOWER TUB UNITS TO BE PROVIDED WITH INDIVIDUAL CONTROL VALVES OF THE PRESSURE BALANCE SHOWER & SHOWER TUB UNITS TO BE PROVIDED WITH INDIVIDUAL CONTROL VALVES OF THE PRESSURE BALANCE OR THE THERMOSTATIC MIXING VALVE TYPE. PROVIDE 1.8 GAL/MIN SHOWER HEADS AND 1.2 GAL/MIN FAUCETS  5. ALL SHOWER ENCLOSURE & DOOR SHALL BE TEMPERED GLASS. DOOR OPENING SHALL HAVE A MIN 22" NET ALL SHOWER ENCLOSURE & DOOR SHALL BE TEMPERED GLASS. DOOR OPENING SHALL HAVE A MIN 22" NET OPENING AND TO SWING OUT. 6. FIBERGLASS TUB SHOWER WALLS SHALL BE INSTALLED OVER A MOISTURE RESISTANT UNDERLAYMENT TO A FIBERGLASS TUB SHOWER WALLS SHALL BE INSTALLED OVER A MOISTURE RESISTANT UNDERLAYMENT TO A HEIGHT OF 72 INCHES ABOVE THE DRAIN INLET 7. SAFETY GLAZING IS REQUIRED ON WINDOWS WITHIN TUB OR SHOWER AREA WHEN THE BOTTOM EDGE OF THE SAFETY GLAZING IS REQUIRED ON WINDOWS WITHIN TUB OR SHOWER AREA WHEN THE BOTTOM EDGE OF THE GLAZING IS LESS THAN 60" ABOVE A STANDING SURFACE AND DRAIN INLET (CBC 2406.4) 8. SHOWER COMPARTMENT MUST HAVE A FINISHED  INTERIOR NO LESS THAN 1024 SQUARE INCHES AND CAPABLE OF SHOWER COMPARTMENT MUST HAVE A FINISHED  INTERIOR NO LESS THAN 1024 SQUARE INCHES AND CAPABLE OF INTERIOR NO LESS THAN 1024 SQUARE INCHES AND CAPABLE OF ENCOMPASSING A 30 INCHES  CIRCLE (CPC 411.7) 9. PROVIDE 'DUROCK' OR WONDERBOARD FROM FLOOR TO CEILING ON ALL SHOWER AND TUB AREAS. NO GYPSUM PROVIDE 'DUROCK' OR WONDERBOARD FROM FLOOR TO CEILING ON ALL SHOWER AND TUB AREAS. NO GYPSUM PRODUCTS BEHIND TILE ASSEMBLIES IN WET ENVIRONMENTS PER CRC R702.3.8.1. 10. ALL PLUMBING FIXTURES FOR BATHROOMS AND KITCHEN SHALL BE I.A.P.M.O. APPROVED. ALL PLUMBING FIXTURES FOR BATHROOMS AND KITCHEN SHALL BE I.A.P.M.O. APPROVED. 11. ALL WATER CLOSETS SHALL BE ULTRA FLUSH TOILET. TANKS SHALL HAVE A MAXIMUM CAPACITY OF 1.28 GALLON ALL WATER CLOSETS SHALL BE ULTRA FLUSH TOILET. TANKS SHALL HAVE A MAXIMUM CAPACITY OF 1.28 GALLON PER FLUSH (ASSEMBLY BILL #2355) 12. TOILET CLEARANCE MIN 24" IN FRONT OF TOILET AND 15" MINIMUM CENTER OF TOILET TO EACH SIDE (CBC 2904) TOILET CLEARANCE MIN 24" IN FRONT OF TOILET AND 15" MINIMUM CENTER OF TOILET TO EACH SIDE (CBC 2904) 13. SOLDER USED IN POTABLE PIPING SHALL NOT CONTAIN  MORE THAN 2/10 % LEAD. SOLDER USED IN POTABLE PIPING SHALL NOT CONTAIN  MORE THAN 2/10 % LEAD. MORE THAN 2/10 % LEAD. 14. HOSE BIBS AND FAUCETS SHALL BE EQUIPPED WITH NON REMOVABLE BACKFLOW PREVENTION DEVICE. HOSE BIBS AND FAUCETS SHALL BE EQUIPPED WITH NON REMOVABLE BACKFLOW PREVENTION DEVICE. 15.  PROVIDE 18" PLATFORM FOR WATER HEATER AND FURNACE LOCATED IN THE GARAGE. WATER HEATER SHALL BE PROVIDE 18" PLATFORM FOR WATER HEATER AND FURNACE LOCATED IN THE GARAGE. WATER HEATER SHALL BE SECURED IN PLACE WITH 2 SEISMIC STRAPS. STRAPS SHALL BE ANCHORED AT POINTS WITHIN THE UPPER AND LOWER ONE-THIRD OF ITS VERTICAL DIMENSION. THE LOWER ANCHOR STRAP LOCATED TO MAINTAIN A MINIMUM DISTANCE OF 4" ABOVE CONTROLS. 16.  PROVIDE WATER HEATER PRESSURE AND TEMPERATURE RELIEF VALVE TERMINATION TO OUTSIDE OF BUILDING PROVIDE WATER HEATER PRESSURE AND TEMPERATURE RELIEF VALVE TERMINATION TO OUTSIDE OF BUILDING (CPC 608.5) 17.  NO GAS WATER HEATER OR GAS FURNACE SHALL BE INSTALLED IN BEDROOM, BATHROOM, OR CLOTHES CLOSET NO GAS WATER HEATER OR GAS FURNACE SHALL BE INSTALLED IN BEDROOM, BATHROOM, OR CLOTHES CLOSET (CPC 504.1) 18.  PROVIDE CLOTHES DRYER VENT TO OUTSIDE WITH A MAX. LENGTH OF 14' EQUIPPED WITH A BACK-DRAFT PROVIDE CLOTHES DRYER VENT TO OUTSIDE WITH A MAX. LENGTH OF 14' EQUIPPED WITH A BACK-DRAFT DAMPER INCLUDING TWO 90E ELBOWS AND A MINIMUM DIAMETER OF 4" (CMC 504.3) 19.  SKYLIGHTS - OPENABLE SKYLIGHTS NEED TO BE 10 FT FROM PLUMBING VENTS OR 3 FT BELOW THE VENT SKYLIGHTS - OPENABLE SKYLIGHTS NEED TO BE 10 FT FROM PLUMBING VENTS OR 3 FT BELOW THE VENT TERMINATION 20. VENTILATION REQUIRED IN THE  BATHROOM AND LAUNDRY ROOM. PROVIDE OPENABLE WINDOW AREA W/ 5% OF VENTILATION REQUIRED IN THE  BATHROOM AND LAUNDRY ROOM. PROVIDE OPENABLE WINDOW AREA W/ 5% OF FLOOR AREA (1.5 SF MIN) OR MECHANICAL VENTILATION (5 AIR CHANGES PER HOUR). THE POINT OF DISCHARGE OF EX.AIR SHALL BE AT LEAST 3FT FROM ANY OPENING INTO THE BUILDING. THE EXHAUST FAN SHALL BE EQUIPPED BACKDRAFT DAMPER TO COMPLY W/ ENERGY REGULATIONS  21.  A SECURITY AUTOMATIC SHUT OFF VALVE SHALL BE INSTALLED BETWEEN THE GAS METER AND THE DWELLING A SECURITY AUTOMATIC SHUT OFF VALVE SHALL BE INSTALLED BETWEEN THE GAS METER AND THE DWELLING AREA. 22. A 30” VERTICAL CLEARANCE IS REQUIRED FROM THE TOP OF A COOKING APPLIANCE TO COMBUSTIBLE A 30” VERTICAL CLEARANCE IS REQUIRED FROM THE TOP OF A COOKING APPLIANCE TO COMBUSTIBLE MATERIALS OR METAL CABINETS. THE MINIMUM HORIZONTAL OR SIDE CLEARANCES SHALL BE SPECIFIED BY A PERMANENT MARKING ON THE COOKING APPLIANCE 23. RESIDENTIAL BUILDINGS UNDERGOING PERMITTED ALTERATIONS, ADDITIONS OR IMPROVEMENTS SHALL REPLACE RESIDENTIAL BUILDINGS UNDERGOING PERMITTED ALTERATIONS, ADDITIONS OR IMPROVEMENTS SHALL REPLACE NONCOMPLIANT PLUMBING FIXTURES WITH WATER-CONSERVING PLUMBING FIXTURES.  PLUMBING FIXTURE REPLACEMENT IS REQUIRED PRIOR TO ISSUANCE OF CERTIFICATE OF FINAL COMPLETION, CERTIFICATE OF OCCUPANCY OR FINAL PERMIT APPROVAL. 

AutoCAD SHX Text
LEGEND & NOTES :

AutoCAD SHX Text
SECTION 4.504.3 CG 2019 CARPET AND PAD

AutoCAD SHX Text
2020

AutoCAD SHX Text
A

AutoCAD SHX Text
EXISTING WALL

AutoCAD SHX Text
DOOR + WINDOW  CALL-OUT

AutoCAD SHX Text
C

AutoCAD SHX Text
DOOR & WINDOW SCHEDULE

AutoCAD SHX Text
DOOR CALL-OUT,  2 RAISED PANEL, SOLID CORE DR U.N.O

AutoCAD SHX Text
DOOR HEADER AT 6'-8" ABOVE F.F., U.N.O.

AutoCAD SHX Text
WINDOW CALL-OUT   U FACTOR & SHGC PER T24, U.N.O.

AutoCAD SHX Text
WINDOW HEADER AT 6'-8" ABOVE F.F., U.N.O.

AutoCAD SHX Text
  3662 CSMNT

AutoCAD SHX Text
1 EA

AutoCAD SHX Text
BEDROOM 2

AutoCAD SHX Text
A

AutoCAD SHX Text
  6040 SLD 

AutoCAD SHX Text
1 EA

AutoCAD SHX Text
BEDROOM 1

AutoCAD SHX Text
B

AutoCAD SHX Text
THRESHOLD AT ALL DOORWAY IS  3/4" MAX.

AutoCAD SHX Text
  2630 SH TEMPERED

AutoCAD SHX Text
1 EA

AutoCAD SHX Text
C

AutoCAD SHX Text
2 EA

AutoCAD SHX Text
BEDROOM 1 & 2

AutoCAD SHX Text
2

AutoCAD SHX Text
2480 HINGED INT. 

AutoCAD SHX Text
3 EA

AutoCAD SHX Text
M. BATH & CLOSETS

AutoCAD SHX Text
3

AutoCAD SHX Text
2880 HINGED INT. 

AutoCAD SHX Text
ABBREVIATIONS: SH D : SHOWER HEAD : SHOWER HEAD VL : VALVE : VALVE (E) : EXISTING : EXISTING (N) : NEW: NEW

AutoCAD SHX Text
BATH 2

AutoCAD SHX Text
1 HR. FIRE RATED  WALL & CEILING AT THE AREA WITHIN 5' AWAY FROM P.L., SEE DETAILS 12 & 13/A-9

AutoCAD SHX Text
WASHER SPACE PROVIDE HOT & COLD WATER SUPPLY ONE WASTE LINE w/ PAN & DRAIN TO OUTSIDE

AutoCAD SHX Text
1

AutoCAD SHX Text
CLOTHES DRYER VENT MIN.   4" TOOUTSIDE w/ MAX. LENGTH OF 14' w/ BACK-DRAFT DAMPER INCL. TWO 90° ELBOW, per CMC 504.3

AutoCAD SHX Text
2

AutoCAD SHX Text
NEW WALL

AutoCAD SHX Text
BATHROOM VENT TO TERMINATE AT LEAST 3-FEET ABOVE THE HIGHEST POINT WHERE IT PASS THROUGH A ROOF, AND AT LEAST 2-FEET HIGHER THAN ANY PORTION OF THE BUILDING WITHIN A HORIZONTAL DISTANCE OF 10-FEET (CPC 509.5.4).

AutoCAD SHX Text
1 EA

AutoCAD SHX Text
BEDROOM 2

AutoCAD SHX Text
1

AutoCAD SHX Text
5068 SLD TEMP.

AutoCAD SHX Text
Table 4.303.2  Fixture Flow Rates Mandatory Compliance

AutoCAD SHX Text
FIXTURE TYPE

AutoCAD SHX Text
MAX FLOW RATE @ >20% REDUCTION FR. BASELINE

AutoCAD SHX Text
SHOWERHEADS LAVATORY FAUCHETS, RESIDENTIAL KITCHEN FAUCHETS GRAVITY TANK-TYPE WC URINALS

AutoCAD SHX Text
1.8 GPM @80 PSI 1.2 GPM @60 PSI 1.5 GPM @60 PSI 1.28 GAL/ FLUSH 0.5 GAL/ FLUSH

AutoCAD SHX Text
CIVIL CODE SECTION 1101 PLUMBING REQUIREMENTS FOR HOMES CONSTRUCTED PRIOR TO JANUARY 1, 1994: PRIOR TO FINAL INSPECTION IT IS THE APPLICANT'S RESPONSIBILITY TO REPLACE ALL NON-CONFORMING PLUMBING FIXTURES WATER CONSERVING PLUMBING FIXTURES. NON-COMPLIANT PLUMBING FIXTURES MEAN ANY OF THE FOLLOWING: ANY TOILET MANUFACTURED TO USE MORE THAN 1.6 GALLONS OF WATER PER FLUSH. ANY SHOWERHEAD MANUFACTURED TO HAVE A FLOW CAPACITY OF MORE THAN 2.05 GALLONS OF WATER PER MINUTE. ANY INTERIOR FAUCET THAT EMITS MORE THAN 2.2 GALLONS OF WATER PER MINUTE.

AutoCAD SHX Text
  5016 FIX

AutoCAD SHX Text
2 EA

AutoCAD SHX Text
E

AutoCAD SHX Text
WALKWAY

AutoCAD SHX Text
AT LEAST ONE EGRESS DOOR SHALL BE READILY OPENABLE FROM THE INSIDE WITHOUT THE USE OF A KEY OR SPECIAL KNOWLEDGE OR EFFORT. CRC R311.2

AutoCAD SHX Text
GENERAL CONTRACTOR TO MEASURE & FIELD VERIFY ALL DIMENSIONS  TO MEASURE & FIELD VERIFY ALL DIMENSIONS OF ROUGH FRAMING PRIOR TO ORDERING ANY WINDOWS AND DOORS.  NOTIFY THE DESIGNER/ENGINEER IMMEDIATELY OF ANY DISCREPANCIES BEFORE PROCEEDING.

AutoCAD SHX Text
3

AutoCAD SHX Text
2468

AutoCAD SHX Text
2

AutoCAD SHX Text
2868

AutoCAD SHX Text
2

AutoCAD SHX Text
2868

AutoCAD SHX Text
3

AutoCAD SHX Text
2468

AutoCAD SHX Text
3

AutoCAD SHX Text
2468

AutoCAD SHX Text
  2630 SH 

AutoCAD SHX Text
1 EA

AutoCAD SHX Text
D

AutoCAD SHX Text
M. BATH



A-4

EXISTING +
PROPOSED

ROOF PLANS

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com

AutoCAD SHX Text
EXISTING ROOF PLAN              SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
(E) 4:12 VIF.

AutoCAD SHX Text
(E) 4:12 VIF.

AutoCAD SHX Text
PROPOSED ROOF PLAN              SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
(E) 4:12 VIF.

AutoCAD SHX Text
(E) 4:12 VIF.

AutoCAD SHX Text
(N) FLAT ROOF  ADDITION AREA

AutoCAD SHX Text
BALCONY

AutoCAD SHX Text
(N) BALCONY

AutoCAD SHX Text
(E) BALCONY

AutoCAD SHX Text
(E) 4:12 VIF.

AutoCAD SHX Text
(E) 4:12 VIF.

AutoCAD SHX Text
LEGEND & NOTES : DOWN SPOUT SPLASH BLOCK & COBBLESTONES TYP. FOR ALL DOWN SPOUTS TO REDUCE VELOCITY OF ROOF WATERS TO PREVENT EROSION LANDSCAPE AREAS. RAINWATER LEADERS FROM ROOF GUTTERS SHALL NOT BE PIPED DIRECTLY TO THE STORM DRAIN. THEY SHALL  BE CONNECTED TO AN THEY SHALL  BE CONNECTED TO AN EARTHEN SWALES AND AREA DRAIN(S) CONNECTED TO THE STORM DRAIN SYSTEM, OR A COMPARABLE METHOD TO EFFECTIVELY REDUCE THE ENTRY OF POLLUTANTS INTO STORM WATER RUNOFF

AutoCAD SHX Text
D.S.

AutoCAD SHX Text
VENTING NOTES: USE 4 - 2-1/2” DRILLED SCREEDED VENT HOLES AT EACH EAVE BLOCK TO PROVIDE LOW VENTING. BAFFLE BATT INSULATION TO ALLOW FREE FLOW OF AIR.

AutoCAD SHX Text
ROOF NOTES: FRAMING  : CONVENTIONAL ROOF FRAMING : CONVENTIONAL ROOF FRAMING ROOF PITCH  : 4/12 : 4/12 4/12 ROOFING  : CLASS A COMP. SHINGLES, UON.  : CLASS A COMP. SHINGLES, UON.  DECKING  : OSB ROOF SHEETING (SEE SHEAR SCHEDULE) : OSB ROOF SHEETING (SEE SHEAR SCHEDULE) OSB ROOF SHEETING (SEE SHEAR SCHEDULE) FASCIA  : 2x8 WOOD FASCIA BOARD TYP AT EAVES, PAINTED : 2x8 WOOD FASCIA BOARD TYP AT EAVES, PAINTED 2x8 WOOD FASCIA BOARD TYP AT EAVES, PAINTED GUTTER & DS : ALUMINUM : ALUMINUM ALUMINUM SOFFITS  : CLOSED WOOD SOFFIT w/ GALV. METAL SCREENED VENT: CLOSED WOOD SOFFIT w/ GALV. METAL SCREENED VENTCLOSED WOOD SOFFIT w/ GALV. METAL SCREENED VENT

AutoCAD SHX Text
ALL DOWN SPOUT TO BE CONNECTED  TO UNDERGROUND PERFORATED PIPE TO BUBBLE UP  ON THE LANDSCAPE AREA.

AutoCAD SHX Text
(N) 4:12 TO MATCH (E)

AutoCAD SHX Text
PROVIDE 1 HR FIRE RATED  EAVE AND WALL AT THE  AREA LESS THAN 5' AWAY  FROM PROPERTY LINE.  PROVIDE EYEBROW VENT  TO REPLACE BLOCK VENTS AT THIS AREA, SEE  DETAILS 8, 12 & 13/A-9 TYP.



POSITIVE DRAINAGE SLOPE

3

5
21

4

x

x
x

31 2"

SCREEN HOLES

4" 4"aa

CORROSION RESISTANT
METAL MESH w/ 14" x 14"

MIN. 2.5" Ø HOLES
AREA = 4.91 SQ. IN. EA.

1 FRIEZE BLK. AREA =
4 x 4.91 SQ. IN. = 19.625 SQ. IN. = 0.136 S.F.

A-5

ELEVATIONS
+ SECTION

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com

AutoCAD SHX Text
EXTERIOR ELEVATION AND SITE NOTES  1. EXTERIOR WALL: WOOD LAP SIDING 0/ 2 LAYERS TYPE D' PAPER 0/ EXTERIOR WALL: WOOD LAP SIDING 0/ 2 LAYERS TYPE D' PAPER 0/ PLYWOOD SHEATHING (COLOR & TEXTURE TO MATCH EXISTING)ROOFING: CLASS A COMP. SHINGLES (COLOR TO MATCH EXISTING) 2. WINDOWS: MILGARD VINYL DUAL PANE WHITE OR SIM. (SEE SCHEDULE) WINDOWS: MILGARD VINYL DUAL PANE WHITE OR SIM. (SEE SCHEDULE) 3. WINDOW TRIM: STUCCO FOAM 2X (COLOR TO MATCH EXISTING)  WINDOW TRIM: STUCCO FOAM 2X (COLOR TO MATCH EXISTING)  4. GUTTER: ALUMINUM FASCIA (COLOR TO MATCH EXISTING) GUTTER: ALUMINUM FASCIA (COLOR TO MATCH EXISTING) 5. FASCIA BOARD: PAINTED (COLOR TO MATCH EXISTING) FASCIA BOARD: PAINTED (COLOR TO MATCH EXISTING) 6. WALL TO ROOF FLASHING: GALV. METAL PAINTED TO MATCH (E).WALL TO ROOF FLASHING: GALV. METAL PAINTED TO MATCH (E).

AutoCAD SHX Text
EXISTING FRONT ELEVATION           SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
EXISTING FRONT ELEVATION           SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
SECTION A-A             SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
(N)  BEDROOM 2

AutoCAD SHX Text
(E)  GARAGE

AutoCAD SHX Text
PAN FLASHING INSTALLATION

AutoCAD SHX Text
1. INSTALL FLEXIBLE PAN FLASHING TO COVER THE SLOPED INSTALL FLEXIBLE PAN FLASHING TO COVER THE SLOPED SILL/THRESHOLD, 3-INCHES OF FACE OF WALL, AND 3-INCHES OF EACH JAMB. 2. INSTALL CORNER FLASHINGS INSTALL CORNER FLASHINGS 3. INSTALL WINDOW/DOOR UNIT INSTALL WINDOW/DOOR UNIT 4. INSTALL FLASHING COVERING FLANGE AND WALL ALONG EACH JAMB INSTALL FLASHING COVERING FLANGE AND WALL ALONG EACH JAMB AND 3-INCHES ABOVE THE HEAD AND BELOW THE SILL/THRESHOLD 5. INSTALL FLASHING COVERING A MINIMUM OF 3-INCHES OF THE WALL INSTALL FLASHING COVERING A MINIMUM OF 3-INCHES OF THE WALL FACE AT THE HEAD AND JAMBS. 6. FOLD AND ADHERE SILL/THRESHOLD PAN LEG ONTO INTERIOR FACE FOLD AND ADHERE SILL/THRESHOLD PAN LEG ONTO INTERIOR FACE OF FRAME, NOT SHOWN. PROTECT LEG FROM DAMAGE UNTIL THE INTERIOR TRIM OR FINISH IS INSTALLED.

AutoCAD SHX Text
NOTE: SURFACES RECEIVING FLASHING SHALL BE FREE OF IRREFULARITIES. APPLY SEALANT/ADHESIVE TO CLEAN AND DRY SURFACES RECEIVING FLASHING. LIQUID ADJESIVE SHALL BE COMPATIBLE WITH SUBSTRATE AND MEET CALGREEN VOC REQUIREMENTS. 

AutoCAD SHX Text
OPENABLE AREA     MIN. 5.7 SF

AutoCAD SHX Text
EGRESS  WINDOWS ALL BEDROOM WINDOWS SHALL  HAVE  EGRESS WINDOW HAVE A MAXIMUM OPNEING HEIGHT OF                 44" ABOVE FINISH FLOOR, 5.7 SQ.FT. MINIMUM OPENABLE AREA.  WINDOW CLEAR OPENING MIN.                 20" W x 41" H  OR 34" W x 24" H 

AutoCAD SHX Text
1

AutoCAD SHX Text
NTS

AutoCAD SHX Text
BLOCK VENT

AutoCAD SHX Text
VENT CALCULATIONS

AutoCAD SHX Text
NEW ATTIC VENT REQUIREMENT 1 SF/150 SF 1 ATTIC VENT 3" x 22"   =   .136 SF 3" WIDE CEILING VENT -> 36 SQINCH : 144 = .25 SF PER 1FT' (N) ROOF ATTIC AREA: 417 SF  417 : 150  = 2.78 : 150  = 2.78 = 2.78 2.78 : .136 = 20.44 -> : .136 = 20.44 -> = 20.44 -> USE MIN. 24 BLOCK VENTS OPTIONAL: USE 3" WIDE CEILING VENT ALONG OVERHANG PERIMETER

AutoCAD SHX Text
NOTE: CONTRACTOR TO INSTALL ADDITIONAL VENTS TO COMPENSATE FOR ANY EXISTING VENTS OBSTRUCTED BY THE NEW WORK. VENT PLACEMENTS SHALL BE EVENLY DISTRIBUTED TO ENCOURAGE CROSS VENTILATION THROUGHOUT.



A-6

ELEVATIONS

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com

AutoCAD SHX Text
EXISTING LEFT ELEVATION           SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
PROPOSED LEFT ELEVATION           SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
ADJ. UNIT OUTLINE

AutoCAD SHX Text
EXTERIOR ELEVATION AND SITE NOTES  1. EXTERIOR WALL: WOOD LAP SIDING 0/ 2 LAYERS TYPE D' PAPER 0/ PLYWOOD EXTERIOR WALL: WOOD LAP SIDING 0/ 2 LAYERS TYPE D' PAPER 0/ PLYWOOD SHEATHING (COLOR & TEXTURE TO MATCH EXISTING)ROOFING: CLASS A COMP. SHINGLES (COLOR TO MATCH EXISTING) 2. WINDOWS: MILGARD VINYL DUAL PANE WHITE OR SIM. (SEE SCHEDULE) WINDOWS: MILGARD VINYL DUAL PANE WHITE OR SIM. (SEE SCHEDULE) 3. WINDOW TRIM: STUCCO FOAM 2X (COLOR TO MATCH EXISTING)  WINDOW TRIM: STUCCO FOAM 2X (COLOR TO MATCH EXISTING)  4. GUTTER: ALUMINUM FASCIA (COLOR TO MATCH EXISTING) GUTTER: ALUMINUM FASCIA (COLOR TO MATCH EXISTING) 5. FASCIA BOARD: PAINTED (COLOR TO MATCH EXISTING) FASCIA BOARD: PAINTED (COLOR TO MATCH EXISTING) 6. WALL TO ROOF FLASHING: GALV. METAL PAINTED TO MATCH EXISTINGWALL TO ROOF FLASHING: GALV. METAL PAINTED TO MATCH EXISTING

AutoCAD SHX Text
ADJ. UNIT OUTLINE



A-7

ELEVATIONS

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com

AutoCAD SHX Text
EXISTING RIGHT ELEVATION           SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
PROPOSED RIGHT ELEVATION           SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
± 0.00

AutoCAD SHX Text
+ 8'-0"

AutoCAD SHX Text
1st FL. T.P.

AutoCAD SHX Text
1st FL. F.F.

AutoCAD SHX Text
+ 17'-0"

AutoCAD SHX Text
2nd FL. T.P.

AutoCAD SHX Text
2nd FL. F.F.

AutoCAD SHX Text
+ 9'-0"

AutoCAD SHX Text
EXTERIOR ELEVATION AND SITE NOTES  1. EXTERIOR WALL: WOOD LAP SIDING 0/ 2 LAYERS TYPE D' PAPER 0/ PLYWOOD EXTERIOR WALL: WOOD LAP SIDING 0/ 2 LAYERS TYPE D' PAPER 0/ PLYWOOD SHEATHING (COLOR & TEXTURE TO MATCH EXISTING)ROOFING: CLASS A COMP. SHINGLES (COLOR TO MATCH EXISTING) 2. WINDOWS: MILGARD VINYL DUAL PANE WHITE OR SIM. (SEE SCHEDULE) WINDOWS: MILGARD VINYL DUAL PANE WHITE OR SIM. (SEE SCHEDULE) 3. WINDOW TRIM: STUCCO FOAM 2X (COLOR TO MATCH EXISTING)  WINDOW TRIM: STUCCO FOAM 2X (COLOR TO MATCH EXISTING)  4. GUTTER: ALUMINUM FASCIA (COLOR TO MATCH EXISTING) GUTTER: ALUMINUM FASCIA (COLOR TO MATCH EXISTING) 5. FASCIA BOARD: PAINTED (COLOR TO MATCH EXISTING) FASCIA BOARD: PAINTED (COLOR TO MATCH EXISTING) 6. WALL TO ROOF FLASHING: GALV. METAL PAINTED TO MATCH EXISTINGWALL TO ROOF FLASHING: GALV. METAL PAINTED TO MATCH EXISTING



PBV

VL

SHD
HD
SH

PBV

A-8

ELEVATIONS

SCALE

DRAWN

DATE

AS SHOWN

AA

SHEET 

4

REVISION

3   

2

1

SHEET TITLE

OF 13 SHEETS

05.05.21

TOWN
HOUSE

202 ALTURA VISTA,
LOS ALTOS, CA 95032
PROJECT

ADDITION &
REMODEL

owner

Shai  &
Ilil

AA HOME
DESIGN &

BUILD LLC

DESIGN
SERVICES

T: 408.431.2952
AA.HomeDesignBuild

@gmail.com

AutoCAD SHX Text
ALL LED, HALOGEN, ETC. LAMPS SHALL MEET ENERGY STAR REQUIREMENTS AND THE BOX IS AVAILABLE TO THE INSPECTOR UPON REQUEST.

AutoCAD SHX Text
AT THE TIME OF ROUGH INSTALLATION OR DURING STORAGE ON THE CONSTRUCTION SITE AND UNTIL FINAL STARTUP OF THE HEATING AND COOLING EQUIPMENT, ALL DUCTS AND OTHER RELATED AIR DISTRIBUTION COMPONENT METHODS SHALL BE COVERED WITH TAPE, PLASTIC, SHEET METAL OR OTHER METHODS ACCEPTABLE TO REDUCE THE AMOUNT OF DUST OR DEBRIS WHICH MAY COLLECT IN THE SYSTEM. (CGBSC 4.504.1)

AutoCAD SHX Text
ALL OUTDOOR RECEPTACLES SHALL BE GFCI PROTECTED AND WATERPROOF.  BE SURE TO PROVIDE AT LEAST ONE OUTLET AT THE FRONT AND REAR OF THE HOME, WITHIN 6.5-FEET OF GRADE. CEC 210.8(A)(3), CEC 406.9

AutoCAD SHX Text
ENERGY STAR RATED EXHAUST FANS WITH A MINIMUM 50 CFM (INTERMITTENT) OR 25 CFM (CONTINUOUS) VENTING DIRECTLY TO THE OUTSIDE, WITH HUMIDITY (30-80%) CONTROL. CRC R303.3.1 AND CAL GREEN BUILDING CODE 4.506.1

AutoCAD SHX Text
RCP + ME 2nd FLOOR PLAN             SCALE 1/4" = 1'-0"                                 

AutoCAD SHX Text
WP&WR W/ MS

AutoCAD SHX Text
PHOTOCELL

AutoCAD SHX Text
GFCI

AutoCAD SHX Text
WP&WR

AutoCAD SHX Text
SD

AutoCAD SHX Text
CONTRACTOR TO REFER TO MANUFACTURED SPEC SHEETS TO VERIFY ALL MECHANICAL REQUIRES AND LOCATIONS.

AutoCAD SHX Text
AFCI

AutoCAD SHX Text
VP

AutoCAD SHX Text
ST

AutoCAD SHX Text
CaMo

AutoCAD SHX Text
ALL FIXTURES ARE TITLE 24 COMPLIANT.

AutoCAD SHX Text
3

AutoCAD SHX Text
F

AutoCAD SHX Text
SPECIAL PURPOSE DEDICATED CIRCUT AND INTERNET CABLE

AutoCAD SHX Text
SWITCH 

AutoCAD SHX Text
SWITCH - 3 WAY

AutoCAD SHX Text
ELECTRICAL OUTLET w/ ARC FAULT CIRCUIT INTERRUPTER

AutoCAD SHX Text
CAN LIGHT FIXTURE - LED

AutoCAD SHX Text
TV CABLE

AutoCAD SHX Text
WALL MOUNT LIGHT FIXTURE

AutoCAD SHX Text
(E) = EXISTING

AutoCAD SHX Text
SWITCH - FAN

AutoCAD SHX Text
ELECTRICAL OUTLET - TAMPER PROOFED, TYPICAL

AutoCAD SHX Text
GFCI

AutoCAD SHX Text
ELECTRICAL OUTLET w/ GROUND FAULT CIRCUIT INTERRUPTER

AutoCAD SHX Text
UNDERCABINET LIGHT FIXTURE - FLUORESCENT OR LED

AutoCAD SHX Text
PENDANT LIGHT FIXTURE

AutoCAD SHX Text
VAPOR LED LIGHT FIXTURE

AutoCAD SHX Text
CEILING FAN w/ LIGHT FIXTURE

AutoCAD SHX Text
SUN TUNNEL

AutoCAD SHX Text
SMOKE DETECTOR

AutoCAD SHX Text
APPROVED CARBON MONOXIDE DETECTOR

AutoCAD SHX Text
U.O.N = UNLESS OTHERWISE NOTED

AutoCAD SHX Text
(R/E) = RELOCATE EXISTING

AutoCAD SHX Text
1)

AutoCAD SHX Text
2)

AutoCAD SHX Text
D

AutoCAD SHX Text
SWITCH - DIMMER

AutoCAD SHX Text
EXHAUST FAN

AutoCAD SHX Text
(V/P) = VERIFY/PROVIDE

AutoCAD SHX Text
MULTI-BULB LIGHT FIXTURE (SEE PLAN FOR # OF BULBS)

AutoCAD SHX Text
OS

AutoCAD SHX Text
SWITCH - OCCUPANCY SENSOR

AutoCAD SHX Text
WP

AutoCAD SHX Text
ELECTRICAL OUTLET w/ GROUND FAULT CIRCUIT INTERRUPTER & WATERPROOFED

AutoCAD SHX Text
GFCI

AutoCAD SHX Text
FL = FLUORESCENT LIGHT FIXTURE

AutoCAD SHX Text
MS = MOTION SENSOR EQUIPPED

AutoCAD SHX Text
AUTOMATIC SETBACK THERMOSTAT

AutoCAD SHX Text
C.A.R.

AutoCAD SHX Text
SUPPLY REGISTER AT CEILING

AutoCAD SHX Text
SUPPLY REGISTER AT FLOOR

AutoCAD SHX Text
WALL REGISTER AT 90" OR 16" A.F.F.

AutoCAD SHX Text
COLD AIR RETURN REGISTER

AutoCAD SHX Text
TABLE LAMP

AutoCAD SHX Text
TL

AutoCAD SHX Text
ELECTRICAL OUTLET - 220 VOLTS

AutoCAD SHX Text
220v

AutoCAD SHX Text
ELECTRICAL OUTLET -   HOT 12 HOT 

AutoCAD SHX Text
CHANDELIER LIGHT FIXTURE

AutoCAD SHX Text
CHAND.

AutoCAD SHX Text
NATURAL GAS STUB OUT

AutoCAD SHX Text
FG

AutoCAD SHX Text
HOSE BIBB STUB OUT

AutoCAD SHX Text
HB

AutoCAD SHX Text
FL

AutoCAD SHX Text
SURFACE MOUNTED FLUORESCENT LIGHT FIXTURE

AutoCAD SHX Text
CB

AutoCAD SHX Text
T

AutoCAD SHX Text
12 HOT

AutoCAD SHX Text
WALL HEATER

AutoCAD SHX Text
W.H.

AutoCAD SHX Text
LEGEND & NOTES :

AutoCAD SHX Text
PRESSURE BALANCE VALVE

AutoCAD SHX Text
CALGREEN 2019 MANDATORY MEASURES: 4.304.1 AUTOMATIC IRRIGATION SYSTEM CONTROLLERS FOR  LANDSCAPING SHALL BE AUTOMATIC IRRIGATION SYSTEM CONTROLLERS FOR  LANDSCAPING SHALL BE WEATHER BASED INSTALL LANDSCAPE AUTOMATIC IRRIGATION SYSTEM CONTROLLERS, BRAND IRRITOL SD600 INT OR EQUIVALENT,  WBIC (WEATHER BASED IRRIGATION CONTROL (SWAT TESTED - SMART WATER APPLICATION  TECHNOLOGY) 4.406.1 JOINTS AND OPENINGS. ANNULAR SPACES AROUND PIPES, ELECTRIC CABLES, JOINTS AND OPENINGS. ANNULAR SPACES AROUND PIPES, ELECTRIC CABLES, CONDUITS OR OTHER OPENINGS IN PLATES AT EXTERIOR WALLS SHALL BE PROTECTED AGAINST THE PASSAGE OF RODENTS BY CLOSING SUCH OPENINGS WITH CEMENT MORTAR, CONCRETE MASONRY OR SIMILAR METHOD ACCEPTABLE TO THE ENFORCING AGENCY. 4.503.1 INSTALLED GAS FIREPLACE SHALL BE A DIRECT-VENT SEALED-COMBUSTION TYPE. INSTALLED GAS FIREPLACE SHALL BE A DIRECT-VENT SEALED-COMBUSTION TYPE. HEATILATOR GAS FIREPLACE ANSI Z.21.88 MODEL ND3630 T/R/ DV DIRECT VENT, SEALED COMBUSTION TYPE, NO CHIMNEY ,OR SIMILAR TO. 4.504.1 DUCT OPENINGS AND OTHER RELATED AIR DISTRIBUTION COMPONENT OPENINGS DUCT OPENINGS AND OTHER RELATED AIR DISTRIBUTION COMPONENT OPENINGS SHALL BE COVERED DURING CONSTRUCTION. 4.506.1 EXHAUST FANS WHICH TERMINATE OUTSIDE THE BUILDING ARE PROVIDED IN EVERY EXHAUST FANS WHICH TERMINATE OUTSIDE THE BUILDING ARE PROVIDED IN EVERY BATHROOM. 4.507.1  WHOLE HOUSE EXHAUST FANS: N/A IN THIS PROJECT. WHOLE HOUSE EXHAUST FANS: N/A IN THIS PROJECT. -BUILD IT GREEN POINT RATED SINGLE FAMILY CHECKLIST  H.9.C :  MECHANICAL VENTILATION  SYSTEM FOR COOLING AUTOMATICALLY CONTROLLED INTEGRATED SYSTEM WITH VARIABLE SPEED CONTROL. AN  INTEGRATED VENTILATION COOLING SYSTEMS WITH HEATING AND COOLING EQUIPMENT  TO DELIVER OUTDOOR AIR ("ECONOMIZER")   4.507.2 HVAC SYSTEM  SHALL BE SIZED, DESIGNED & HAVE THEIR EQUIPMENT SELECTED  HVAC SYSTEM  SHALL BE SIZED, DESIGNED & HAVE THEIR EQUIPMENT SELECTED  USING METHOD ACCA  MANUAL J, D, & S OR  ASHRAE HANDBOOKS OR OTHER EQUIVALENT DESIGN SOFTWARE METHODS HEAT LOST & GAIN ACCORDING TO ACCA MANUAL J DUCT SYSTEMS ARE SIZED ACCORDING ACCA MANUAL D. SELECT HEATING & COOLING EQUIPMENT ACCORDING ACCA 36-S MANUAL S.
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GENERAL ELECTRICAL NOTES:  1.  PROVIDE GFCI PROTECTED OUTLETS IN BATHROOMS, KITCHEN - WITHIN 6" OF ALL SINKS IN PROVIDE GFCI PROTECTED OUTLETS IN BATHROOMS, KITCHEN - WITHIN 6" OF ALL SINKS IN WET BAR AND IN THE GARAGE -NON-DEDICATED - 2. 1.  PROVIDE MINIMUM ONE WEATHER PROOF GFCI OUTLET OUTSIDE AND WEATHER PROOF 1.  PROVIDE MINIMUM ONE WEATHER PROOF GFCI OUTLET OUTSIDE AND WEATHER PROOF LIGHTING FIXTURE AT EXTERIOR. 2. PROVIDE MINIMUM ONE RECEPTACLE OUTLET AT BATHROOM, OUTSIDE, GARAGE, BASEMENT 3. RECEPTACLE OUTLETS IN KITCHEN SHALL BE INSTALLED 1.  ON COUNTER SPACES 12" OR WIDER ON COUNTER SPACES 12" OR WIDER 2. NOT MORE THAN 4 FT ON CENTERS 3. NOT MORE THAN 2 FT FROM AN EDGE COUNTER.  4. RECEPTACLES TO SERVE PENINSULA AND OR ISLAND SHALL BE INSTALLED ABOVE OR WITHIN 12" BELOW COUNTER TOP.1 EVERY 4 FT (CEC 210.52) 5. COUNTER  TOP SPACES SEPARATED BY RANGE TOPS, REFRIGERATORS, OR SINKS SHALL BE CONSIDERED AS SEPARATE COUNTER TOP SPACES 6. APPLIANCE CIRCUITS : PROVIDE AN INDIVIDUAL 15 OR 20 AMP CIRCUIT FOR BUILT IN, FASTENED IN PLACE APPLIANCES AND LAUNDRY APPLIANCES. 15 AMP CIRCUIT FOR EACH GARBAGE DISPOSAL, DISH WASHER, TRASH COMPACTOR, REFRIGERATOR 7. ALL NEW 120-VOLT, SINGLE PHASE, 15 AND 20 AMP BRANCH CIRCUITS INSTALLED IN DWELLING UNIT FAMILY ROOMS, KITCHENS, DINING ROOMS, LIVING ROOMS, PARLORS, LIBRARIES, DENS, BEDROOMS, SUNROOMS, RECREATION ROOMS, CLOSETS, HALLWAYS, LAUNDRY ROOMS OR SIMILAR ROOMS OR AREAS SHALL BE PROTECTED BY A LISTED ARC-FAULT CIRCUIT INTERRUPTER, COMBINATION TYPE, INSTALLED TO PROVIDE PROTECTION OF THE BRANCH CIRCUITS. (CEC 210.12(A)) 8. MINIMUM 1 GFCI RECEPTACLE OUTLET SHALL BE INSTALLED WITHIN 36" OF EA BASIN ON BASIN ADJACENT WALL 9. A RECEPTACLE OUTLET SHALL BE INSTALLED IN ALL HABITABLE ROOMS :  1. ON WALL SPACES 2 FEET OR WIDER  2. NOT MORE THAN 6 FEET FROM OPENINGS 3. NOT MORE THAN 12 FEET ON CENTERS (CEC 210.52) 10.  1.  PROVIDE MIN. 1 OUTLET IN HALLWAYS 10' OR LONGER 1.  PROVIDE MIN. 1 OUTLET IN HALLWAYS 10' OR LONGER PROVIDE MIN. 1 OUTLET IN HALLWAYS 10' OR LONGER 2. PROVIDE SWITCH AND LIGHTS AT ATTIC, CRAWL SPACE, UTILITY ROOM OR AREAS W/ HVAC EQUIPMENT (NEC210-70-A) 11.  SURFACE-MOUNTED OR CLOTHES ROD LUMINARIES OR LED THAT ARE LISTED MAY BE SURFACE-MOUNTED OR CLOTHES ROD LUMINARIES OR LED THAT ARE LISTED MAY BE USED IN CLOTHES CLOSETS, INCLUDING STORAGE SPACE, 2019 CEC, ARTICLE 410.16(A) & 410.16(C)(5) 12.  PENDANT FIXTURES, AND PANEL BOARDS ARE NOT ALLOWED IN STORAGE CLOSETS (CEC PENDANT FIXTURES, AND PANEL BOARDS ARE NOT ALLOWED IN STORAGE CLOSETS (CEC 410.16) 13.  PROVIDE AUTOMATIC SETBACK THERMOSTAT. PROVIDE AUTOMATIC SETBACK THERMOSTAT. 14.  SMOKE DETECTORS SHALL BE 110V WITH BATTERY BACKUP, INSTALLED HARD WIRED SMOKE DETECTORS SHALL BE 110V WITH BATTERY BACKUP, INSTALLED HARD WIRED INTERCONNECTED, THEY SHALL BE INSTALLED AT EACH BEDROOM & HALLWAY LEADING TO BEDROOMS, LOCATED PER 2019 CFC 907.2.11. SMOKE DETECTORS SHALL RECEIVE THEIR PRIMARY POWER FROM THE BUILDING WIRING WHEN SUCH WIRING IS SERVED FROM COMMERCIAL SOURCE. THE DETECTOR SHALL EMIT A SIGNAL WHEN THE BATTERIES ARE LOW. 15.  PROVIDE APPROVED CARBON MONOXIDE ALARMS BY 2019 CRC 315. CO DETECTORS PROVIDE APPROVED CARBON MONOXIDE ALARMS BY 2019 CRC 315. CO DETECTORS SHALL BE INTERCONNECTED TO SOUND SIMULTANEOUSLY, MINIMUM 1 (ONE) PER DWELLING LEVEL, INCLUDING BASEMENT, AND OUTSIDE OF THE BEDROOM AREA 16.  ALL 125-VOLT, 15 AND 20 AMPERE RECEPTACLE OUTLETS SHALL BE LISTED ALL 125-VOLT, 15 AND 20 AMPERE RECEPTACLE OUTLETS SHALL BE LISTED TAMPER-RESISTANT RECEPTACLES PER CEC 406.11. 17.  RECESSED LUMINARIES IN INSULATED CEILINGS SHALL SATISFY 2019 CA ENERGY CODE RECESSED LUMINARIES IN INSULATED CEILINGS SHALL SATISFY 2019 CA ENERGY CODE SECTION 150(k) 12 REQUIREMENTS. 18.  EACH BATHROOM CONTAINING A BATHTUB, SHOWER OR TUB/SHOWER COMBINATION SHALL EACH BATHROOM CONTAINING A BATHTUB, SHOWER OR TUB/SHOWER COMBINATION SHALL BE MECHANICALLY VENTILATED FOR PURPOSE OF HUMIDITY CONTROL IN ACCORDANCE WITH THE CALIFORNIA MECHANICAL CODE, CHAPTER 4; AND THE CALIFORNIA GREEN BUILDINGS STANDARDS CODE, CHAPTER 4, DIVISION 4.5. 19.  KITCHEN HOODS, BATHROOM FANS, AND OTHER EXHAUST FAN DUCTS SHALL TERMINATE KITCHEN HOODS, BATHROOM FANS, AND OTHER EXHAUST FAN DUCTS SHALL TERMINATE OUTSIDE THE BUILDINGS AND HAVE A BACK DRAFT DAMPER.  WHEN THE EXHAUST FAN OPERATES CONTINUOUSLY, A BACK DRAFT DAMPER IS NOT REQUIRED. 
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2019 BEES 150.0 (k) A. ALL INSTALLED LUMINARIES SHALL BE HIGH-EFFICACY IN ALL INSTALLED LUMINARIES SHALL BE HIGH-EFFICACY IN ACCORDANCE WITH TABLE 150.0-A. B. ALL LUMINARIES REQUIRED TO HAVE LIGHT SOURCES ALL LUMINARIES REQUIRED TO HAVE LIGHT SOURCES COMPLIANT WITH REFERENCE JOINT APPENDIX JA8, EXCEPT HALLWAYS AND CLOSETS OVER 70 SF, SHALL BE CONTROLLED BY DIMMERS OR VACANCY SENSORS. (THIS APPLIES TO ALL GU-24 LEDS AND RECESSED LUMINAIRES.) CBEES 150.0(k)2K. C. IN BATHROOMS, GARAGES, LAUNDRY ROOMS, AT LEAST ONE IN BATHROOMS, GARAGES, LAUNDRY ROOMS, AT LEAST ONE LUMINAIRE IN EACH OF THESE SPACES SHALL BE CONTROLLED BY A VACANCY SENSOR. D. OUTDOOR LIGHTING: ALL OUTDOOR LIGHTING SHALL BE OUTDOOR LIGHTING: ALL OUTDOOR LIGHTING SHALL BE CONTROLLED BY A MANUAL ON AND OFF SWITCH THAT DOES NOT OVERRIDE TO ON AND ONE OF THE FOLLOWING: CONTROLLED BY POHOTOCELL AND MOTION SENSOR, PHOTO CONTROL AND AUTOMATIC SWITCH CONTROL, ASTRONOMICAL TIME CLOCK, OR ENERGY MANAGEMENT CONTROL SYSTEM.
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A PRESSURE ABSORBING DEVICE (OR APPROVED MECHANICAL DEVICE), LOCATED AS CLOSE AS POSSIBLE TO QUICK ACTING VALVES, THAT WILL ABSORB HIGH PRESSURES RESULTING FROM THE QUICK CLOSING OF QUICK-ACTING VALVES (I.E., DISHWASHER, WASHING MACHINE, ETC.). CPC 609.10
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For SI:  1 inch = 25.4 mm.
a. Nails spaced at 6 inches at intermediate supports where spans are 48” or

more. For nailing of  wood structural panel and particleboard diaphragms
and shear walls, refer to Section 2305. Nails for wall sheathing are
permitted to be common, box or casing.

b. Spacing shall be 6 inches on center on the edges and 12 inches on center at
intermediate supports for nonstructural applications. Panel supports at 16
inches (20 inches if  strength  axis in the long direction of  the panel, unless
otherwise marked).

c. Where a rafter is fastened to an adjacent parallel ceiling joist in accordance
with  this schedule and the ceiling joist is fastened to the top plate in
accordance with this schedule, the number of  toenails in the rafters shall be
permitted to be reduced by one nail.

** See Table 2304.10.1 for more information
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UPPER ROOF FRAMING PLAN
SCALE 1/4"= 1'-0"

 ROOF  NOTES:

1. All new roof sheathing to be 1/2” CDX  plywood or OSB and nailed and  placed with 10d at 6” o.c edge and 12” o.c. field .
2. All framing member shall be Douglas Fir/Larch , U.O.N .
3. All roof and ceiling beam shall be support by 4x post with positive connection per detail 8/S7 & 11/S7, post shall be carried

all the way to foundation, Under the post between floor joists shall filled with solid blocking.
4. Use “RR” hanger or LS70” at rafter or hip beam connection .
5. C1 denoted Simpson MST37 or CST 16 strap 48 “ length at collector and top plate splice. See detail 13/S7
6. Provide Simpson MST37 or CMSTC16 strap 48 “ length at  and top plate splice . See detail 13/S7, 19/S7 & 12/S7
7. Roof framing to be 2 x 8 #2 rafter and 2 x 6 #2ceiling joist at 24” o.c per plan.
8. Ridge beam per plan with minimum 4x4 king post at end
9. All 31

2 x PSL member connect ea other w/ simpson HHGU Hanger
10. All PSL member to be 2.0E parallam & ML to be 2.0E microllam LVL by weyerhaeuser manufacture member.
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FLOOR AND LOWER ROOF FRAMING

1. All floor sheathing to be ¾” CDX plywood or OSB  T&G with 10d @ 6”O.C edge and 10” O.C. field.
2. All floor joist to be TJI 230 x 117

8” depth at 16” O.C. and provide double floor Joist under partition wall.
3. Provide Simpson HU type of hanger for I joist to beam connection.
4. All floor beam shall be 2.0 Paralam PSL type by Weyerhaeuser.
5. Provide minimum 4x4 #1 post support for 3-1/2 x  PSL beam or 4x beam member and 4x6 #1 post for 5-1/4 x PSL beam and

3-1/2 x  7PSL post for 7x beam.
6. All 3-1/2 x and 5-1/4 x beams shall have Simpson CCQ44SDS2.5 and CCQ66SDS2.5 column cap to 4x4 or 4x6 posts.
7. The floor beams connect to each other  with Simpson EGQ Hanger U.N.O. 3-1/2 x beam shall have EGQ3.62-SDS3 Hanger,

5-1/4 x beam shall have EGQ5.50-SDS3 Hanger.7x beam shall have EGQEGQ7.25-SDS3
8. T1 denoted Simpson MST 48 strap connect from 2nd floor shear panel to shear panel or transfer beam and 2nd floor level see

detail 4/S5 and 5/S6.
9. C1 denote Simpson CMSTC16 strap 68 inches total length at top plate and blocking or collector member, see detail 18/S7 &

18/S6 for collector at floor, see detail 13/S7, 3/S7 & 19/S7 at lower roof collector.
10. All framing lumber for lower roof to be Douglas Fir/Larch , U.N.O.
11. Use RR hanger and / or LS70 at rafter to ridge or hip beam connections, see detail 13/S6 and 4/S7
12. All roof and ceiling beam shall be support by 4x or 6x post with positive connection , see detail 11/S7
13. The lower roof sheathing to ½” CDX  plywood or OSB and nailed and  placed with 10d at 6” o.c edge and 12” o.c. field .
14. All California framing shall have plywood sheathing at upper and lower framing ,see detail 14/S6
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STRONG-WALL® WSW ANCHORAGE - TYPICAL SECTIONS

21
8"

TOP OF CONCRETE

21
8"

2x2

11
2"

(2) 7/8" WSW-AB for
WSW12 and WSW18
(2) 1" WSW-AB for WSW24

(2) 7/8" WSW-AB for
WSW12 and WSW18
(2) 1" WSW-AB for WSW24

(2) 7/8" WSW-AB for
WSW12 and WSW18
(2) 1" WSW-AB for WSW24

(2) 7/8" WSW-AB for
WSW12 and WSW18
(2) 1" WSW-AB for WSW24

WSW-RT EXTERIOR
INSTALLATION

WSW-RTPF PANEL
FORM INSTALLATION

WSW-RT INTERIOR
INSTALLATION

WSW-RTBL BRICK
LEDGE INSTALLATION

CURB OR STEMWALL FOUNDATION

SLAB ON GRADE FOUNDATION

21
8"

de

INTERIOR FOUNDATION

NOTES:
1.   SEE 2/WSW1 FOR DIMENSIONS AND ADDITIONAL NOTES.
2.   SEE 5/WSW1 FOR SHEAR REINFORCEMENT WHEN REQUIRED.
3.   MAXIMUM H = le  - de.  SEE 3/WSW1 AND 4/WSW1 FOR le.

W

21
8"

de

H

21
8"

de

H

21
8"

de

BRICK LEDGE FOUNDATION

WSW-AB

SHEAR REINFORCEMENT
PER 5/WSW1 WHEN
REQUIRED.

MINIMUM CURB/STEMWALL
WIDTH PER 5/WSW1.

WSW-AB

SHEAR REINFORCEMENT
PER 5/WSW1 WHEN
REQUIRED.

MINIMUM CURB/STEMWALL
WIDTH PER 5/WSW1.

WSW-AB

SHEAR REINFORCEMENT
PER 5/WSW1 WHEN
REQUIRED.

WSW-AB

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

1/2 W 1/2 W

W

1/2 W 1/2 W

W

1/2 W 1/2 W

W

1/2 W 1/2 W

WSW ANCHORAGE SOLUTIONS FOR 2500 PSI CONCRETE

DESIGN
CRITERIA

CONCRETE
CONDITION

ANCHOR
STRENGTH

WSW-AB7/8 ANCHOR BOLT WSW-AB1 ANCHOR BOLT

ASD
ALLOWABLE
TENSION (lb.)

W (in.) de (in.)
ASD

ALLOWABLE
TENSION (lb.)

W (in.) de (in.)

SEISMIC

CRACKED
STANDARD

11,900 27 9 16,100 33 11
13,100 29 10 17,100 35 12

HIGH
STRENGTH

24,900 43 15 33,000 51 17
27,100 46 16 35,300 54 18

UNCRACKED
STANDARD

12,500 24 8 15,700 28 10
13,100 25 9 17,100 30 10

HIGH
STRENGTH

25,300 38 13 32,300 44 15
27,100 40 14 35,300 47 16

WIND

CRACKED

STANDARD
5,100 14 6 6,200 16 6
8,700 20 7 11,400 24 8
13,100 27 9 17,100 32 11

HIGH
STRENGTH

15,900 30 10 21,100 36 12
18,400 33 11 27,300 42 14
23,100 38 13 31,800 46 16
27,100 42 14 35,300 50 17

UNCRACKED

STANDARD
5,000 12 6 6,400 14 6
9,300 18 6 12,500 22 8
13,100 23 8 17,100 28 10

HIGH
STRENGTH

15,200 25 9 21,900 32 11
19,900 30 10 26,400 36 12
24,000 34 12 31,500 40 14
27,100 37 13 35,300 43 15

24

7/8" OR 1" HIGH
STRENGTH ROD

HEAVY HEX NUT
FIXED IN PLACE ON
ALL WSW ANCHOR
BOLTS

HX

HX ON
EXTENSION KIT TOP OF

CONCRETE

WSW-HSR

HIGH STRENGTH
COUPLER NUT

WSW-AB

CUT TO LENGTH
AS NECESSARY

WSW-HSR
AND WSW-AB

ASSEMBLY

1

WSW-HSR_KT

HIGH STRENGTH
COUPLER NUT

TOP OF CONCRETE

LENGTH

21
8"

21
8"

ASSEMBLY le  =
WSW-AB le +
WSW-HSR  le + 21

8"

WSW
PANEL
MODEL

MODEL NO. DIAMETER LENGTH le

WSW12
AND WSW18

WSW-HSR7/8x24KT 7/8" 24" 22"

WSW-HSR7/8x36KT 7/8" 36" 34"

WSW24
WSW-HSR1x24KT 1" 24" 22"

WSW-HSR1x36KT 1" 36" 34"

le

36

HEAVY HEX NUT

HEAVY HEX NUT
FIXED IN PLACE ON
ALL WSW-AB
ANCHOR BOLTS

HS

HS ON HIGH
STRENGTH MODELS

1

LENGTH

21
8"

LENGTH

DIAMETER

HEAVY HEX NUT

PLATE WASHER

WSW
PANEL
MODEL

MODEL NO. DIAMETER LENGTH le

WSW12
AND WSW18

WSW-AB7/8x24 7/8" 24" 20"
WSW-AB7/8x24HS 7/8" 24" 20"

WSW-AB7/8x30 7/8" 30" 26"
WSW-AB7/8x30HS 7/8" 30" 26"
WSW-AB7/8x36HS 7/8" 36" 32"

WSW24

WSW-AB1x24 1" 24" 20"
WSW-AB1x24HS 1" 24" 20"

WSW-AB1x30 1" 30" 26"
WSW-AB1x30HS 1" 30" 26"
WSW-AB1x36HS 1" 36" 32"

le

STRONG-WALL® WOOD SHEARWALL SHEAR ANCHORAGE

MODEL

Lt
OR
Lh

(in.)

SEISMIC 3 WIND 4

SHEAR
REINFORCEMENT

MINIMUM
CURB/

STEMWALL
WIDTH (in.)

SHEAR
REINFORCEMENT

MINIMUM
CURB/

STEMWALL
WIDTH (in.)

ASD ALLOWABLE SHEAR LOAD, V (lb.) 6

UNCRACKED CRACKED

WSW12 101
4 (1) #3 HAIRPIN 85 SEE NOTE 6 6 1,035 740

WSW18 15 (1) #3 HAIRPIN 85 (1) #3 HAIRPIN 6 HAIRPIN REINFORCEMENT ACHIEVES
MAXIMUM ALLOWABLE SHEAR LOAD OF

THE WSWWSW24 19 (2) #3 HAIRPINS 85 (1) #3 HAIRPIN 6

NOTES:
1. SHEAR ANCHORAGE DESIGNS CONFORM TO ACI 318-11 AND ACI 318-14 AND ASSUME MINIMUM 2,500 PSI CONCRETE.
2. SHEAR REINFORCEMENT IS NOT REQUIRED FOR INTERIOR FOUNDATION APPLICATIONS (PANEL INSTALLED AWAY FROM EDGE OF

CONCRETE), OR BRACED WALL PANEL APPLICATIONS.
3. SEISMIC INDICATES SEISMIC DESIGN CATEGORY C THROUGH F.  DETACHED 1 AND 2 FAMILY DWELLINGS IN SDC C MAY USE WIND

ANCHORAGE SOLUTIONS.
4. WIND INCLUDES SEISMIC DESIGN CATEGORY A AND B AND DETACHED 1 AND 2 FAMILY DWELLINGS IN SDC C.
5. WHERE NOTED, MINIMUM CURB/STEMWALL WIDTH IS 6 INCHES WHEN STANDARD STRENGTH ANCHOR BOLT IS USED.
6. USE (1) #3 TIE FOR WSW12 WHEN PANEL DESIGN SHEAR FORCE EXCEEDS TABULATED ANCHORAGE ALLOWABLE SHEAR LOAD.
7. #4 GRADE 40 SHEAR REINFORCEMENT MAY BE SUBSTITUTED FOR WSW SHEAR ANCHORAGE SOLUTIONS.

5" MIN. FOR
WSW-AB7/8
6" MIN FOR
WSW-AB1

5" MIN. FOR
WSW-AB7/8
6" MIN FOR
WSW-AB1

5" MIN. FOR
WSW-AB7/8
6" MIN FOR
WSW-AB1

5" MIN. FOR
WSW-AB7/8
6" MIN FOR
WSW-AB1

NOTES:
1. ANCHORAGE DESIGNS CONFORM TO ACI 318-11 APPENDIX D AND ACI 318-14 WITH NO SUPPLEMENTARY REINFORCEMENT FOR CRACKED

OR UNCRACKED CONCRETE AS NOTED.
2. ANCHOR STRENGTH INDICATES REQUIRED GRADE OF WSW-AB ANCHOR BOLT.  STANDARD (ASTM F1554 GRADE 36) OR HIGH STRENGTH

(HS) (ASTM A449).
3. SEISMIC INDICATES SEISMIC DESIGN CATEGORY C - F.  DETACHED 1 AND 2 FAMILY DWELLINGS IN SDC C MAY USE WIND ANCHORAGE

SOLUTIONS.  SEISMIC ANCHORAGE DESIGNS CONFORM TO ACI 318-11 SECTION D.3.3.4.3 AND ACI 318-14 SECTION 17.2.3.4.3.
4. WIND INCLUDES SEISMIC DESIGN CATEGORY A AND B AND DETACHED 1 AND 2 FAMILY DWELLINGS IN SDC C.
5. FOUNDATION DIMENSIONS ARE FOR ANCHORAGE ONLY.  FOUNDATION DESIGN (SIZE AND REINFORCEMENT) BY OTHERS.  THE

REGISTERED DESIGN PROFESSIONAL MAY SPECIFY ALTERNATE EMBEDMENT, FOOTING SIZE OR ANCHOR BOLT.
6. REFER TO 1/WSW1 FOR de.

WSW ANCHORAGE SOLUTIONS FOR 3000 PSI CONCRETE

DESIGN
CRITERIA

CONCRETE
CONDITION

ANCHOR
STRENGTH

WSW-AB7/8 ANCHOR BOLT WSW-AB1 ANCHOR BOLT

ASD
ALLOWABLE
TENSION (lb.)

W (in.) de (in.)
ASD

ALLOWABLE
TENSION (lb.)

W (in.) de (in.)

SEISMIC

CRACKED
STANDARD

12,300 26 9 16,000 31 11
13,100 28 10 17,100 33 11

HIGH
STRENGTH

25,200 41 14 32,700 48 16
27,100 43 15 35,300 51 17

UNCRACKED
STANDARD

12,000 22 8 16,300 27 9
13,100 24 8 17,100 28 10

HIGH
STRENGTH

25,300 36 12 32,700 42 14
27,100 38 13 35,300 44 15

WIND

CRACKED

STANDARD
5,000 13 6 5,600 14 6
8,800 19 7 10,200 21 7
13,100 25 9 17,100 30 10

HIGH
STRENGTH

15,700 28 10 20,100 33 11
19,200 32 11 25,300 38 13
23,200 36 12 32,300 44 15
27,100 40 14 35,300 47 16

UNCRACKED

STANDARD
5,500 12 6 6,200 13 6
8,500 16 6 12,800 21 7
13,100 22 8 17,100 26 9

HIGH
STRENGTH

16,600 25 9 21,800 30 10
19,700 28 10 25,200 33 11
24,000 32 11 31,700 38 13
27,100 35 12 35,300 41 14

WSW ANCHORAGE SOLUTIONS FOR 4500 PSI CONCRETE

DESIGN
CRITERIA

CONCRETE
CONDITION

ANCHOR
STRENGTH

WSW-AB7/8 ANCHOR BOLT WSW-AB1 ANCHOR BOLT

ASD
ALLOWABLE
TENSION (lb.)

W (in.) de (in.)
ASD

ALLOWABLE
TENSION (lb.)

W (in.) de (in.)

SEISMIC

CRACKED
STANDARD

12,600 23 8 16,000 27 9
13,100 24 8 17,100 29 10

HIGH
STRENGTH

24,800 36 12 32,100 42 14
27,100 38 13 35,300 45 15

UNCRACKED
STANDARD

12,700 20 7 15,700 23 8
13,100 21 7 17,100 25 9

HIGH
STRENGTH

24,600 31 11 32,500 37 13
27,100 34 12 35,300 39 13

WIND

CRACKED

STANDARD
5,400 12 6 6,800 14 6
8,300 16 6 11,600 20 7
13,100 22 8 17,100 26 9

HIGH
STRENGTH

15,300 24 8 21,400 30 10
19,300 28 10 25,800 34 12
23,600 32 11 31,000 38 13
27,100 36 12 35,300 42 14

UNCRACKED

STANDARD
6,800 12 6 6,800 12 6
9,400 15 6 12,400 18 6
13,100 19 7 17,100 23 8

HIGH
STRENGTH

16,800 22 8 21,600 26 9
20,300 25 9 26,700 30 10
24,100 28 10 32,200 34 12
27,100 31 11 35,300 36 12

1/2 W

1/2 W

W

STRONG-WALL®
WOOD SHEARWALL

WSW-AB

SLAB OR CURB AND
SURROUNDING
FOUNDATION
NOT SHOWN FOR
CLARITY

HAIRPIN INSTALLATION
(GARAGE CURB SHOWN. OTHER FOOTING TYPES SIMILAR.)

ANCHOR BOLT

#3 HAIRPIN (#3 TIE SIMILAR).
SEE TABLE FOR REQUIRED
QUANTITY.

ANCHOR BOLT

#3 HAIRPIN (#3 TIE SIMILAR).
SEE TABLE FOR REQUIRED
QUANTITY. 11

2" CLR

A

A

4" MIN

3"

 LtLh  MIN

3"

FIELD TIE AND SECURE DURING
CONCRETE PLACEMENT. OVERLAP
VARIES WITH BOLT SPACING.

#3 HAIRPIN,
GRADE 60 REBAR (MIN.)

ANCHOR BOLT

 11
2" CLR

FIELD TIE AND SECURE DURING
CONCRETE PLACEMENT.

#3 TIE, GRADE 60
REBAR (MIN.)

ANCHOR BOLT

HAIRPIN SHEAR REINFORCEMENT TIE SHEAR REINFORCEMENT

SECTION A-A

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

1 3 4 6

2

WSW ANCHOR BOLTS WSW ANCHOR BOLT EXTENSION WSW ANCHOR BOLT TEMPLATES

STRONG-WALL® WSW SHEAR ANCHORAGE SCHEDULE AND DETAILSSTRONG-WALL® WOOD SHEARWALL TENSION ANCHORAGE SCHEDULE 2,500, 3,000 AND 4,500 PSI

®
®

®
®

FOUNDATION PLAN VIEW

1/2 W1/2 W



STRONG-WALL®

WOOD SHEARWALL

TOP PLATES

RIM JOIST, BEAM,
OR BLOCKING

IF APPLICABLE

HEX NUT AND
STRUCTURAL
WASHER

WSW HOLDOWN

SEE 10/WSW2 FOR
ALLOWABLE EDGE AND
FACE DRILL ZONES

WSW DESIGNED TO PROVIDE 18" GAP BETWEEN
LSL AT BASE OF WSW AND CONCRETE. ENSURE
CONCRETE IS LEVEL AND SMOOTH BENEATH
PANEL. GRIND OR FILL AS NECESSARY.

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

OR6 7

OR4 5

ALTERNATE

7
8" MAXIMUM WOOD SHIM.

FOR SHIMS GREATER THAN
7

8", SEE 9/WSW2.

WSW-TOW SHEAR
TRANSFER PLATE

ALTERNATE WSW GARAGE FRONT OPTIONS
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0
07

/0
1/

20
16

MODEL NO. W (in.) H (in.)
ANCHOR BOLTS TOTAL WALL

WEIGHT (lb.)QUANTITY DIA. (in.)
WSW12x7 12 78 2 7/8 100
WSW18x7 18 78 2 7/8 145

WSW12x7.5 12 85 1/2 2 7/8 110
WSW18x7.5 18 85 1/2 2 7/8 155
WSW12x8 12 93 1/4 2 7/8 115
WSW18x8 18 93 1/4 2 7/8 165
WSW24x8 24 93 1/4 2 1 225
WSW12x9 12 105 1/4 2 7/8 130
WSW18x9 18 105 1/4 2 7/8 185
WSW24x9 24 105 1/4 2 1 245
WSW12x10 12 117 1/4 2 7/8 140
WSW18x10 18 117 1/4 2 7/8 205
WSW24x10 24 117 1/4 2 1 270
WSW12x11 12 129 1/4 2 7/8 150
WSW18x11 18 129 1/4 2 7/8 220
WSW24x11 24 129 1/4 2 1 295
WSW12x12 12 141 1/4 2 7/8 165
WSW18x12 18 141 1/4 2 7/8 240
WSW24x12 24 141 1/4 2 1 320
WSW18x13 18 153 1/4 2 7/8 255
WSW24x13 24 153 1/4 2 1 345
WSW24x14 24 168 2 1 375
WSW24x16 24 192 2 1 425
WSW18x20 18 240 2 7/8 385
WSW24x20 24 240 2 1 520

NOTES:
1. FOR HEIGHTS NOT LISTED, ORDER THE NEXT TALLEST PANEL AND TRIM TO FIT. MINIMUM

TRIMMED HEIGHT FOR ALL PANELS IS 74½".
2. ALL PANELS COME WITH TWO PRE-ATTACHED HOLDOWNS, TWO STANDARD HEX NUTS,

TWO STRUCTURAL WASHERS, TWO WSW-TOW PLATES AND INSTALLATION INSTRUCTIONS.
3. ALL PANELS ARE 3½" THICK.

STRONG-WALL® WOOD SHEARWALL MODELS

SEE SHEETS WSW1 AND
WSW1.1 FOR ANCHORAGE
SOLUTIONS

HEX NUT AND
STRUCTURAL
WASHER

PLACE STRONG-WALL® WOOD SHEARWALL
OVER THE ANCHOR BOLTS AND SECURE WITH

WASHER AND HEX NUTS (PROVIDED). SNUG TIGHT
FIT REQUIRED; DO NOT USE AN IMPACT WRENCH.

x USE 15
16" WRENCH FOR 78" NUT

x USE 11
2"  WRENCH FOR 1" NUT

SEE SHEETS WSW1 AND
WSW1.1 FOR ANCHORAGE
SOLUTIONS

STRONG-WALL®

WOOD SHEARWALL

STRONG-WALL®

WOOD SHEARWALL
STRONG-WALL®

WOOD SHEARWALL

JOIST HANGER
(IF REQUIRED)

FRAMING
BY OTHERS

(TYPICAL)

SILL PLATE
ANCHORAGE

BY OTHERS

STRONG-WALL® WOOD SHEARWALL HEIGHT TO INCLUDE THE
DEPTH OF THE FLOOR SYSTEM AND SHALL BE INSTALLED
DIRECTLY ON THE FOUNDATION. SPECIFY PANEL HEIGHT FROM
TOP OF FOUNDATION TO UNDERSIDE OF TOP PLATES OR BEAM.

TOP
PLATES

7
8" MAXIMUM

WOOD SHIM.
FOR SHIMS

GREATER THAN
7

8", SEE 9/WSW2.

ATTACH WSW-TOW PLATES
(PROVIDED) TO FRAMING AND
WSW PANEL BOTH SIDES
USING 10d x 21

2" NAILS MIN.
FOR ALTERNATE CONNECTION
SEE 7/WSW2.

4

OR6 7 ALTERNATE

4

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

ROUGH
 OPENING
 HEIGHT

H CURB

SHEAR TRANSFER DESIGN
AND DETAILS BY OTHERS

POST AND CONNECTION
DETAILS BY OTHERS

31
8" MIN. WIDTH BY 9 14" MIN. DEPTH

HEADER BY OTHERS. FOR WSW AND
HEADER FURRING REQUIREMENTS,

WHEN APPLICABLE, SEE DETAILS
4/WSW4 AND 5/WSW4.

GARAGE HEADER ROUGH OPENING HEIGHT

MODEL NO. H CURB
ROUGH

OPENING
HEIGHT

 WSW12x7
 WSW18x7
 WSW24x7

51
2" 6'-111

2"

6" 7'-0"
 WSW12x7.5
 WSW18x7.5
 WSW24x7.5

0" 7'-11
2"

 WSW12x8
 WSW18x8
 WSW24x8

51
2" 8'-23

4"

6" 8'-31
4"

NOTES:
1. IF REQUIRED ROUGH OPENING HEIGHT

EXCEEDS TABLE VALUE, SPECIFY NEXT
TALLER PANEL AND TRIM AS NECESSARY.
THE STRONG-WALL® WOOD SHEARWALL MAY
BE TRIMMED TO A MINIMUM HEIGHT OF 741

2".
2. FURRING DOWN GARAGE HEADER MAY BE

REQUIRED FOR CORRECT ROUGH OPENING
HEIGHT.

GARAGE WALL OPTION 1 GARAGE WALL OPTION 2

FOR GARAGE WALL OPTION 2, REGISTERED DESIGN
PROFESSIONAL SHALL DESIGN AND DETAIL FOR :

1. SHEAR TRANSFER
2. OUT-OF-PLANE LOADING EFFECT
3. INCREASED OVERTURNING AND DRIFT DUE TO

ADDITIONAL HEIGHT

ALIGN WSW-TOW
NOTCHES WITH
BOTTOM OF TOP
PLATES

SECTION
4x FRAMING

FOR 51
8"–51

2" FRAMING, ATTACH DFL, SP OR SCL WOOD
FURRING BLOCK BETWEEN WSW PANEL AND WSW-TOW WITH
SDS 14" x 31

2" SCREWS (MIN.) OR 16d COMMON NAILS (8 TOTAL
FASTENERS FOR WSW12, 10 FOR WSW18 AND 14 FOR WSW24).

MINIMUM BLOCK SIZE IS 13
4" x 117

8" x WSW PANEL WIDTH.

2"
MIN.

3" MIN.

3" MIN.

2" MIN.

DFL, SP OR
SCL WOOD
FURRING
BLOCK
(REQUIRED
FOR 51

8"–51
2"

FRAMING
MEMBERS)

TOP
PLATES

7
8" MAXIMUM

WOOD SHIM.
FOR SHIMS

GREATER
THAN 7 8", SEE

9/WSW2.

ATTACH WSW-TOW PLATE
(PROVIDED) ON ONE SIDE
ONLY WITH A COMBINATION OF
SDS 14" x 6" AND SD #10 x 11

2"
CONNECTOR SCREWS
(ORDER SEPARATELY AS
WSW-TOW__KT)

ALIGN WSW-TOW
NOTCHES WITH

BOTTOM OF TOP
PLATES

SIMPSON STRONG-TIE®

A35 FRAMING ANCHORS

DOUBLE
TOP PLATES

OPTIONAL 1" DIAMETER BY
1

4" DEEP COUNTERBORE

WSW-TOW ALTERNATE CONNECTION KIT

MODEL NO.
FASTENER QUANTITY

SD #10 x 11
2" SDS 14" x 6"

WSW-TOW12KT 20 2
WSW-TOW18KT 28 4
WSW-TOW24KT 40 8

FURRING NOT
REQUIRED FOR
ALTERNATE TOP
CONNECTION
EXCEPT AS
REQUIRED FOR
FINISH MATERIAL
ATTACHMENT

B

W

L

L= W(MIN.)

NOTES:
1. MAINTAIN END DISTANCES TO PREVENT

SCREWS FROM PENETRATING THROUGH
THE OUTER EDGES.

2. INSTALL SCREWS PERPENDICULAR TO
THE TOP PLATE.

3. EDGE DISTANCES ASSUME DOUBLE TOP
PLATE.

SECTION VIEW
2X6 OR WIDER FRAMING

A

INSTALLATION NOTES :
1. ACTUAL CUT LENGTH (L) MUST BE GREATER THAN OR

EQUAL TO PANEL WIDTH (W).
2. THIS DETAIL APPLICABLE FOR SLOPES UP TO 12:12.
3. PANELS TALLER THAN 12' MUST BE DESIGNED FOR THE

APPLICATION.

EDGE DISTANCE FOR SCREWS
SLOPE A (in.) B (in.)

0:12-4:12 2 3
5:12-8:12 1 1/2 4 1/2
9:12-12:12 1/2 5 1/2

(4) SIMPSON
STRONG-TIE®

LTP4 OR A35
FRAMING ANGLES.
MAY BE USED IN
COMBINATION
(2 PER SIDE).

NO HOLES
IN HATCHED
REGION.

END OF PANEL TO
NEAREST SCREW

(SEE TABLE)

INSTALL SDS 14" x 6"  SCREWS
(ORDER SEPARATELY). INSTALL

IN 2 ROWS AS SHOWN AND
COUNTERSINK AS REQUIRED.

SIMPSON STRONG-TIE®

LTP4 FRAMING ANCHORS

STRONG-WALL®

WOOD SHEARWALL

PLAN VIEW
SDS SCREW SPACING

13
8" O.C. MIN.1

2" MIN. SDS TIP TO CHASE

QTY. OF SDS1
4" x 6" SCREWS REQ'D.

WSW12 4
WSW18 8
WSW24 12

1
2" MIN. AT EDGE

1" MIN.
FROM EDGE

W

11
4" MIN.

ROW SPACING

SECTION

FOR 8" TO 12" BLOCK DEPTHS:
ATTACH SIMPSON STRONG-TIE® CS16 STRAPS AT
EDGE OF WSW PANEL (EACH SIDE) USING 10d x 1½" NAILS

SHIM BLOCK HEIGHTS GREATER THAN 8" AND UP TO 10":
x 8 NAILS INTO BLOCK
x 8 NAILS INTO WSW PANEL

SHIM BLOCK HEIGHTS GREATER THAN 10" AND UP TO 12":
x 10 NAILS INTO BLOCK
x 10 NAILS INTO WSW PANEL

REGISTERED DESIGN PROFESSIONAL
SHALL DESIGN AND DETAIL FOR :

1. SHEAR TRANSFER
2. OUT-OF-PLANE LOADING EFFECT
3. INCREASED OVERTURNING AND

DRIFT DUE TO ADDITIONAL HEIGHT

41
8" TO 12" SHIM BLOCK 1" TO 4" SHIM BLOCK

CRIPPLE WALL

INSTALL SDS 14" x 6"  SCREWS
(MIN.) FROM THE TOP SIDE OF
THE PLATES PER QTY. AND
SPACING REQUIREMENTS
DETAILED IN 8/WSW2.

STRONG-WALL®

WOOD SHEARWALL

FULL-HEIGHT
ADJACENT FRAMING

BY OTHERS

LTP4
SPACING

BY OTHERS

4x SHIM
BLOCK

FULL-HEIGHT
ADJACENT

FRAMING BY
OTHERS

SEE 6 & 7/WSW2 FOR
TOP CONNECTION

CRIPPLE SHEARWALL,
BLOCKING AND STRAP

BY OTHERS

NO HOLES ALLOWED
IN TOP 8" OF PANEL

FACE DRILL ZONE
CENTER 45

8" OF PANEL
FACE AS SHOWN

ALTERNATE

FRAMING BY OTHERS
(NOT SHOWN FOR

CLARITY)

1. STRONG-WALL WOOD SHEARWALL IS MANUFACTURED AND TRADEMARKED BY "SIMPSON
STRONG-TIE COMPANY INC."HOME OFFICE: 5956 W. LAS POSITAS BLVD. , PLEASANTON, CA
94588 TEL: (800) 999-5099, FAX: (925) 847-1597. "SIMPSON STRONG-TIE COMPANY INC." IS AN ISO
9001-2008 REGISTERED COMPANY.

2. USE OF THIS PRODUCT IS SUBJECT TO THE APPROVAL OF THE LOCAL BUILDING DEPARTMENT.
3. THIS PRODUCT IS PART OF THE OVERALL LATERAL FORCE RESISTING SYSTEM OF THE

STRUCTURE.  DESIGN OF THE BUILDING'S LATERAL FORCE RESISTING SYSTEM, INCLUDING THE
LOAD PATH TO TRANSFER LATERAL FORCES FROM THE STRUCTURE TO THE GROUND, IS THE
RESPONSIBILITY OF THE DESIGNER.

4. ENGINEER OF RECORD IS PERMITTED TO MODIFY DETAILS FOR SPECIFIC CONDITIONS.
5. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS, CONDITIONS, ELEVATIONS, ETC. PRIOR TO

INSTALLATION  OF ANY COMPONENTS FOR THE STRONG-WALL SB SYSTEM.  IF ANY
DISCREPANCIES ARE FOUND, THEY SHALL BE BROUGHT TO THE ATTENTION OF THE DESIGNER
FOR CLARIFICATION PRIOR TO CONSTRUCTION.

6. INSTALLATION OF PRODUCT SHALL BE DONE IN CONFORMANCE TO THESE DRAWINGS. THE
PERFORMANCE OF MODIFIED PRODUCTS OR ALTERED INSTALLATION PROCEDURES ARE THE
SOLE RESPONSIBILITY OF THE DESIGNER.

7. SIMPSON STRONG-TIE COMPANY INC. RESERVES THE RIGHT TO CHANGE SPECIFICATIONS,
DESIGNS, AND MODELS WITHOUT NOTICE OR LIABILITY  FOR SUCH CHANGES.

8. ALL HARDWARE CALLED OUT IS SIMPSON STRONG-TIE.
9. SEE ICC-ES ESR-2652 OR CITY OF LOS ANGELES RR25730 AS APPLICABLE FOR ADDITIONAL

INFORMATION.

6

1" DIAMETER
BY 14" DEEP

COUNTERBORE

STRONG-WALL®

WOOD SHEARWALL

SECTION
6x FRAMING

INSTALL SDS 14" x 6" SCREWS AT
AN ANGLE THAT PREVENTS
THEM FROM EXITING SIDE OF
FRAMING; APPROX.
30 DEGREES (TYP.)

INSTALL
WSW-TOW ON

EXTERIOR FACE

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

ALLOWABLE SMALL HOLES
FACE AND EDGE DRILL ZONES

ALLOWABLE LARGE HOLES
IN ADDITION TO ALLOWABLE

SMALL HOLES

STRONG-WALL®

WOOD SHEARWALL

STRONG-WALL®

WOOD SHEARWALL

SDS1
4" x 31

2"

SD #10 x 11
2"

4x SHIM BLOCK

STRONG-WALL®

WOOD SHEARWALL

SEE 6 & 7/WSW2 FOR
TOP CONNECTION

OR6 7 WHEN WSW-PS STRAPS OMITTED,
ALLOWABLE SHEAR VALUES FOR
STANDARD PANEL APPLY.

NAILING
BY OTHERS

FRAMING
BY OTHERS

94

75

1

2

3 8

STANDARD INSTALLATION BASE CONNECTION STANDARD TOP CONNECTION TOP OF WALL HEIGHT ADJUSTMENTS

TRIM ZONE AND ALLOWABLE HOLESALTERNATE TOP CONNECTIONWOOD FLOOR SYSTEM BASE CONNECTIONSINGLE STORY WSW ON CONCRETE

RAKE WALL NOTES

STRONG-WALL® WSW MODELS

10

11

HOLES FOR
WSW24X7 PANEL ONLY
x MAX. OF ONE 45

8" x 6"
HOLE

x 8" FROM TOP OF
PANEL, MIN.

NO EDGE HOLES
ALLOWED IN LOWER

26" OF PANEL

NO FACE HOLES
ALLOWED IN LOWER
40" OF PANEL

HOLES
x MAX. THREE

HOLES IN FACE
AND THREE IN
EDGE.

x 3
4"-DIAMETER

HOLES, MAX.
x 6" O.C., MIN.

FACE DRILL ZONE
MAINTAIN 11

2" MIN.
EDGE DISTANCE
FROM CHASE AND
OUTSIDE EDGE,
TYPICAL.

NO HOLES ALLOWED
IN TOP 8" OF PANEL

EDGE DRILL ZONE
MIDDLE 13 OF PANEL

THICKNESS

241
8"

16"

12" ABOVE EXISTING
HOLE, MIN.

®
®

®
®

4" MIN.
CLEARANCE

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

PLACE STRONG-WALL® WOOD SHEARWALL
OVER THE ANCHOR BOLTS AND SECURE WITH

WASHER AND HEX NUTS (PROVIDED). SNUG TIGHT
FIT REQUIRED; DO NOT USE AN IMPACT WRENCH.

x USE 15
16" WRENCH FOR 7 8" NUT

x USE 11
2"  WRENCH FOR 1" NUT

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

STRONG-WALL®

WOOD SHEARWALL

SECTION
4x FRAMING

SECTION
6x FRAMING

REGISTERED DESIGN PROFESSIONAL
IS PERMITTED TO MODIFY DETAILS
FOR SPECIFIC CONDITIONS.

HOLES
x 45

8"-DIA. HOLES, MAX.
x MAX. OF TWO 45

8"-DIA. HOLES
OR ONE 41

4" x 12" HOLE.
x NO MINIMUM ON-CENTER

SPACING REQUIRED.
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